Abstract: Axial fan is an important piece of equipment in the thermal power plant that provides enough air for combustion of coal. This paper focuses on the aerodynamic noise characteristics of an axial fan in the development from stall inception to stall cells. The aerodynamic noise characteristic of monitoring region in time and frequency domains was simulated employing the large-eddy simulation (LES), with the addition of throttle setting and the Ffowcs Williams-Hawkings (FW-H) noise model. The numerical results show that, under the design condition, the acoustic pressure presents regular periodicity along with the time. The noise energy is concentrated with high energy of the fundamental frequency and high order harmonics. During the stall inception stage, the acoustic pressure amplitude starts fluctuating and discrete frequencies are increased significantly in the low frequency; among them, there are three obvious discrete frequencies: 27.66 Hz, 46.10 Hz and 64.55 Hz. On the rotating stall condition, the fluctuation of the acoustic pressure level and amplitude are more serious than that mentioned above. During the whole evolution process, the acoustic pressure peak is difficult to keep stable all the time, and a sudden increase of the peak value at the 34.5th revolution corresponds to the relative velocity's first sudden increase at the time when the valve coefficient is 0.780.
Introduction
Axial fan is an important piece equipment in the thermal power plant that provides enough air for combustion of coal. There are two unstable flow phenomena for axial flow fan: rotating stall and surge. If the flow rate decreases below the critical value, the inner flow-field of impeller will be deteriorated and then the rotating stall occurs, which will lead to a phenomenon of surge. The surge will cause the variation of flow rate in a big scope and generate the impact of airflow. Once surge frequency agrees with natural frequency of fan, it can cause a big vibration of the fan and connecting pipes, and then the blade fracture will appear. Thus, for the safe operation of an axial fan, it is necessary to find a method to predict and delay the occurrence of stall inception [1] .
Rotating stall is caused by the collapse of the steady flow field within the fan. Therefore, finding the stall inception accurately and rapidly, and learning its mechanism are the keys to the active control of rotating stall during process from stabilization to collapse of the flow field [2] [3] [4] . Mcdougall et al. [5] considered that, when the rate of flow within impeller decreases, part of the blade passages' flow will decrease and the rest will keep the large flow, which leads to the rotating stall. Through the three-dimensional numerical simulation about the transonic fan rotor considering the external disturbances. Niazi [6] found that the reflux appeared at the blade tip clearance firstly. The interplay of the reflux and shock wave leads to the rotating stall. Moore [7] and Greitzer [8] developed linear and nonlinear models of instability of the compression system, and obtained correlation between the compressor aerodynamic stability and the stall inception, which develops and spreads along the circumferential. Kosuge et al. [9] conducted the experiment of stall and surge phenomena on two different airfoil centrifugal impellers without diffuser under the small flow, and studied the influence of structure on stall. Yamada et al. [10] conducted a numerical analysis of the rotating stall inception on a multi-stage axial flow compressor for an actual gas turbine by large eddy simulation. The results showed that the first observed flow phenomenon in the stalling process is the hub corner separation when approaching the stall point. This hub corner separation expanded with time, and eventually leaded to the leading-edge separation on the hub side for the stator. Salunkhe and Pradeep [11] analyzed the stall inception mechanism in a single stage axial fan under undistorted and distorted inflow condition by the Morlet wavelet transform. Toge and Pradeep [12] attempted to study the stall inception mechanism of the low speed, contra rotating axial fan stage by wavelet transforming the unsteady pressure date from the casing wall sensor. The result clearly showed that stall inception occurs mainly through the long-length scale perturbations of both rotors. Li et al. [13] used the characteristic of vortex noise, the bar theory and nonlinear aerodynamics theory to analyze force acting on the blade in theoretical method. It analyzed the affecting factors of the vortex noise in the model qualitatively. There have been many studies on the induced mechanism of rotating stall in turbomachinery. However, it is worthy of further study on the new method to early detect stall for control.
The internal flow field of the fan is related to the aerodynamic noise. The noises of the fan mainly consist of aerodynamic noise, machinery noise and radiation noise [14] . Among them, aerodynamic noise occupies the main position, which includes the rotational noise and vortex noise. Liu et al. [15] obtained the spectrum characteristic of the double rotor by simulating different axial gaps, to determine the optimal range of the rotor spacing. Diaz [16] proposed a noise prediction method, and a single stage axial flow fan in the far field noise was predicted, and he proved the reliability of the method. Fukano and Jang [17] conducted contrast experiments in different flow coefficient under different tip clearance in a low-pressure axial flow fan. The results show that the tip leakage vortex mutual interference leads to the increase of fan noise. Wang et al. [18] used the technique of synchronous averaging with time-base stretching to decompose the original sound signal into various noise sources and analyze the noise characteristics of two identical small axial cooling fans in series with distorted inlet flow. It is found that the inlet flow distortion increases the total sound pressure level and rotational noise of the upstream fan, but has little effect on the rotation noise of the downstream fan. Feng et al. [19] predicted noise at different points by the point force model, and then used the hybrid method based on computational fluid dynamics (CFD) simulation and FW-H equation to predict the noise of the fan model. The results show that geometric asymmetry may significantly increase fan noise at some frequencies compared to symmetrical rotation. Mao et al. [20] studied the effect of the end-plate on the static and noise characteristics of the small axial fan by numerical simulation and experiment. He showed that the mechanism of noise reduction is due to the decrease of the vorticity of the blade surface caused by the end plate. At present, the research on the axial fan noise is mainly focused on steady operating conditions. When the unsteady phenomenon of rotating stall occurs, the flow field in axial fan will be significantly different with no stall conditions. Thus, the acoustic characteristic in the whole unsteady process from near stall to stall condition may be different. This paper, through the large eddy simulation coupled with the throttle valve model, simulates the rotating stall of an axial fan and calculate the unsteady flow field. Then, to predict the noise of the fan, the FW-H equation based on Lighthill acoustic analogy theory is used. The time domain characteristic of acoustic pressure and acoustic pressure peak in the rotor blade domain are researched under four different conditions: the design condition, the near stall condition, the development of stall inception condition and the rotating stall condition. Finally, after obtaining the source data in time domain integration and then applying fast Fourier transform, the noise spectrums of the acoustic Figure 1 shows the single-stage variable pitch axial fan, which is taken as the research object in this paper. The facility consists of an inlet collector, a rotor, a stator and an outlet diffuser. The three-dimensional geometric model of the axial fan is established by ICEM CFD software (ANSYS 15.0, ANSYS Inc., Pittsburgh, PA, USA). The main parameters are shown in Table 1 . software is used to generate the multi-block structure grids of the whole axial fan. Near the leading-edge and trailing-edge of each blade, the separation of boundary layer will form some separation vortexes. The grids of those parts are encrypted as the tip clearance grids to improve the precision of calculation. Figure 2 shows the grids around the leading-edge and trailing-edge. In addition, the sliding mesh model is applied at the interface between the rotor and the stator. Moreover, to ensure that the average wall distance y+ is less than 5, boundary layer grids are used on the surface of the blade. Figure 3 shows local grid of the impeller blade and the enlarged view around the impeller. Grid-independence verification was conducted to ensure a high accuracy of the simulation results [21] .
Numerical Simulation

Subsection with Geometry
Governing Equations
Governing equations include the fluid continuity equation, Navier-Stokes equations and turbulence model. Because the Mach number of the air flow is below 0.3, the density is regarded as 
Boundary Conditions
The inlet cross section of the collector and the outlet section of the diffuser are the inlet and outlet of the calculation domain. The inlet boundary condition of the fan is the pressure inlet, given the total inlet pressure; airflow direction angle is axial admission; and the outlet boundary condition is pressure outlet. For steady calculation, the MRF model is applied to the static and dynamic region coupling, and the throttle valve model is adopted to control the outlet pressure during the unsteady calculation. The function of the throttle model is as follows:
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where k 0 is a constant, k 1 is throttle coefficient, ρ is density of the air, and U is velocity component of the z axial. Details of boundary conditions and throttle models are presented in [14] .
Results and Discussion
Simulation Process of Rotating Stall
The variation of outlet static pressure is shown in Figure 4 when the valve coefficient k 1 is 0.781 and 0.780, respectively. When the valve coefficient k 1 is 0.781, the outlet pressure achieves a stable value quickly and has little change. However, when k 1 is 0.780, outlet pressure tends to a stable value after five rotation cycles and then the outlet pressure declines sharply after the T = 34.5th revolution. Then, the values of outlet pressure fluctuate after about 10 rotation cycles. The throttle value k 1 is 0.780, corresponding to the process of the occurrence and development of rotating stall. To monitor the relative velocity inside the fan before and after rotating stall and acquire reliable evidence to analyze stall inception, three monitoring points, which are distributed at 50% of blade height and the circumferential interval is three impeller passages, are set up and marked as m1, m2 and m3, as shown in Figure 5 . 6 of 13 Figure 6 shows the relative velocity of the three monitoring points in impeller when k 1 is 0.780. The original relative velocity value of monitoring point m2 and m3 are moved up 60 units and 120 units, respectively, for comparison. As shown in Figure 6 , a stall does not occur before the 34th revolution, while, after the 39.5th revolution, stall inception transforms to mature stall cell. In the growth process from the stall inception to the stall cell, peaks appear in the relative speeds of monitoring points. As m1, m2 and m3 are distributed evenly in the circumferential direction, there exists time difference when one blade passes through the three monitoring points. There are 0.375 revolutions between monitoring points m1 and m3, and they have the same waveform. Rotation speed of stall inception is obtained from Equation (2), and the rotation speed of stall inception is 0.67 times the rotating speed of the rotor:
where w s is the rotational speed of stall inception, and w r is the rotational speed of the rotor.
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where ws is the rotational speed of stall inception, and wr is the rotational speed of the rotor. The streamline of relative velocity is analyzed for the section (Figure 7 ) where Z = 0 cm at four different conditions. The distribution of relative velocity streamline at Z = 0 section is shown in Figure 8 when the valve coefficient is 0.780. Figure 8a shows the formation of the first vortex on the 34.5th revolution and it occupies 1/3 passage at the location of V1. The velocity streamline of V1 is uneven, while the distribution in the other passages are uniform, indicating that stall inception occurs in the location V1 and does not spread along the circumferential direction.
When the second condition is reached, as show in Figure 8b , there are two locations, V1 and V2, where the velocity streamline is uneven. The interval between V1 and V2 is four passages on counterclockwise direction. The area of disturbance at V2 ranges from 90% blade height to blade tip, which means the appearance of the second vortex. This phenomenon corresponds to the obvious increase of relative velocity at 36.05th revolution, as shown in Figure 6 . Figure 8c shows the occurrence of the third vortex at the location V3, and there appear uneven distribution on four passages. At the same time, a corresponding peak also appears in the relative velocity at 37.6th revolution, as shown in Figure 6 . After the process of two revolutions, there distribute four stall cells within the impeller and they are uniform on circumferentially direction, as shown in Figure 8d . The evolution from stall inception to the mature stall cell lasts seven revolutions. The streamline of relative velocity is analyzed for the section (Figure 7) where Z = 0 cm at four different conditions. The distribution of relative velocity streamline at Z = 0 section is shown in Figure 8 when the valve coefficient is 0.780. Figure 8a shows the formation of the first vortex on the 34.5th revolution and it occupies 1/3 passage at the location of V 1 . The velocity streamline of V 1 is uneven, while the distribution in the other passages are uniform, indicating that stall inception occurs in the location V 1 and does not spread along the circumferential direction.
When the second condition is reached, as show in Figure 8b , there are two locations, V 1 and V 2 , where the velocity streamline is uneven. The interval between V 1 and V 2 is four passages on counterclockwise direction. The area of disturbance at V 2 ranges from 90% blade height to blade tip, which means the appearance of the second vortex. This phenomenon corresponds to the obvious increase of relative velocity at 36.05th revolution, as shown in Figure 6 . Figure 8c shows the occurrence of the third vortex at the location V 3 , and there appear uneven distribution on four passages. At the same time, a corresponding peak also appears in the relative velocity at 37.6th revolution, as shown in Figure 6 . After the process of two revolutions, there distribute four stall cells within the impeller and they are uniform on circumferentially direction, as shown in Figure 8d . The evolution from stall inception to the mature stall cell lasts seven revolutions. Figure 9 shows the time domain characteristic of acoustic pressure at monitoring point A, shown in Figure 7 , under the four different conditions mention above. The time domain characteristic of acoustic pressure under the design condition are illustrated in Figure 9a ; the two revolutions in this figure are selected randomly. Figure 9a shows that the periodicity of acoustic pressure is regular and its fluctuation amplitude is basically equal. The uniform distribution of the 48 equal pulse peaks corresponds to the number of passing blades in two cycles. This phenomenon indicates that the internal flow field of the fan is stable, with fluid flowing into each channel uniformly. The incentive effect between ambient air and each leaf blade is the same, so the production of acoustic pressure is equal. Figure 9b shows the time domain characteristic of acoustic pressure when the value coefficient k 1 is 0.780; the two revolutions are selected randomly before the 34.5th revolution. It is the condition near stall stage. The acoustic pressure in the monitoring point A is almost regular, and the waveform of sound pressure shows little fluctuation during the two revolutions. Compared with Figure 9a , the acoustic pressure amplitude becomes large and has few fluctuations due to the decreasing of throttle coefficient leading to the decrease of fan flow rate.
The Time Domain Characteristic of Acoustic Pressure
As shown in Figure 9c , the stall inception condition is achieved; two revolutions are selected when stall inception occurs. The acoustic pressure amplitude shows obvious increase on the 34.5th revolution. Then, the two other acoustic pressure amplitudes increase obviously in the 34.6th and the 34. effect between ambient air and each leaf blade is the same, so the production of acoustic pressure is equal. Figure 9b shows the time domain characteristic of acoustic pressure when the value coefficient k1 is 0.780; the two revolutions are selected randomly before the 34.5th revolution. It is the condition near stall stage. The acoustic pressure in the monitoring point A is almost regular, and the waveform of sound pressure shows little fluctuation during the two revolutions. Compared with Figure 9a , the acoustic pressure amplitude becomes large and has few fluctuations due to the decreasing of throttle coefficient leading to the decrease of fan flow rate.
As shown in Figure 9c , the stall inception condition is achieved; two revolutions are selected when stall inception occurs. The acoustic pressure amplitude shows obvious increase on the 34.5th revolution. Then, the two other acoustic pressure amplitudes increase obviously in the 34.6th and the 34.9th revolution, respectively. The acoustic pressure amplitude values of the three obvious increases have little difference. In addition, compared with Figure 9b , the fluctuation of acoustic pressure amplitude increases. This phenomenon indicates that, as the flow rate decreases, the uneven distribution of the fluid flow in the impeller leads to the damage of flow field, the acoustic pressure fluctuation becomes larger and the acoustic pressure amplitude increase sharply.
The time domain characteristic of acoustic pressure on the mature stall cell condition is shown in Figure 9d . As can be seen, the fluctuation of acoustic pressure amplitude becomes more serious compared to the three other conditions. The acoustic pressure waveform has a periodic fluctuation. However, the fluctuation cycle of acoustic pressure is not a specific value. This phenomenon shows that the stall cells within the impeller are not stable. The time domain characteristic of acoustic pressure on the mature stall cell condition is shown in Figure 9d . As can be seen, the fluctuation of acoustic pressure amplitude becomes more serious compared to the three other conditions. The acoustic pressure waveform has a periodic fluctuation. However, the fluctuation cycle of acoustic pressure is not a specific value. This phenomenon shows that the stall cells within the impeller are not stable.
The Time Domain Analysis of the Acoustic Pressure Peak
The acoustic pressure peak pulsation at monitoring point A under three valve coefficients are shown in Figure 10 . Figure 10a shows the acoustic pressure peak pulsation under design condition at monitoring point A. As can be seen from the graph, the acoustic pressure peak has a little fluctuation near the value −410 Pa and basically remains a stable value. Figure 9b shows the acoustic pressure peak pulsation when k 1 is 0.780 and 0.660, respectively. We can see that, when the valve coefficient is 0.780, the fluctuation range of acoustic pressure peak during the first 30 rotation cycles is small and it is similar to the distribution under design condition (as shown in Figure 9a) . However, the stable value of acoustic pressure peak is −360 Pa, owing to the decrease of flow rate. The peak of acoustic pressure is difficult to keep stable after a period of time. An obvious increase of the peak value appears at the 34.5th revolution, at the moment stall inception occurs and then enters the rotating stall stage, as shown in the red circle marked RS, and the variation of peak value is 341 Pa. Afterwards, the fluctuation of acoustic pressure peak becomes more serious, and the maximum variation of peak value is 533 Pa. When the valve coefficient k 1 is 0.660, at the beginning of the rotation cycles, the fluctuation of peak value is also in a small range, and the stable value is about −330 Pa. however, after fewer than two rotation cycles, the value of peak increases obviously and the variation of peak value is 169 Pa, as shown in the red circle marked RS. Compared with when the valve coefficient k 1 is 0.780, the oscillation of acoustic pressure peak becomes larger, and the maximum variation of peak value is 873 Pa. To sum up, when the valve coefficient is 0.66, the peak of acoustic pressure presents an obvious increase after fewer than two revolutions. However, the appearance of this phenomenon needs quite a long time for the value of peak k 1 to be 0.780. The peak of acoustic pressure presents little fluctuation and remains at a certain value under design condition. 
Spectrum Analysis of the Noise
Fast Fourier transform (FFT) is used on the acoustic pressure distribution in time domain to obtain the noise spectrum of monitoring points (as shown in Figure 11) . Then, the noise spectrum of different monitoring points is analyzed to obtain the distribution characteristics of noise in each frequency band. The noise spectrums of the acoustic pressure level and amplitude under the design condition are shown in Figure 11a . The blade passing frequency (BPF) of axial flow fan is f = 1490 × 24/60 = 596 Hz. As can be seen from the graph, the location of the blade passing frequency (BPF) and fundamental frequency is consistent. The harmonic distribution is consistent in the simulation and the theory. When the frequency is more than 2500 Hz, the change of the acoustic pressure level is very small, and the acoustic pressure level tends to be stable. This phenomenon shows that the fan aerodynamic noise has discrete and broadband characteristics at the same time.
When k is 0.78, the noise spectrum of the acoustic pressure level and amplitude is as shown in Figure 11b , and, in this period, the fan is at near stall condition. The acoustic pressure level presents a W shape in the low frequency and has a maximum value at f = 248.8 Hz. As can be seen from the graph, near the maximum value, the acoustic pressure level gradually decreases at both sides. Apart from frequency multiplication with the increase of frequency, the acoustic pressure level presents fluctuations, but the range of fluctuations in small, as displayed in the frequency domain of amplitude, and the very small amplitude tends to zero. Compared with Figure 11a , the fluctuation of acoustic pressure level enhances, as the decreasing of the flow rate increases the internal disturbance of axial flow fan.
The noise spectrum of the acoustic pressure level and amplitude, when stall inception occurs, is shown in Figure 11c . The discrete frequency increases significantly in the low frequency, as shown in Figure 11c , and there are three obvious discrete frequency. Figure 11c is partially enlarged, showing that the peaks of amplitude occurred at 27.66 Hz, 46.10 Hz and 64.55 Hz. Combined with Figure 7 , during the evolution process of the rotation stall, the stall cells increase gradually, so these three frequencies are superposition results between frequency of stall inception and rotating stall. Compared with Figure 11b , the fluctuation of amplitude increases in the low frequency. This is because the fan has difficulty maintaining stability after a period, enters the rotating stall, and the damage of fan inner flow field leads to the enhancement of fan noise. As shown in Figure 11d , mature stall cell come into being. The oscillation of the acoustic pressure level and amplitude are serious. Otherwise, the fluctuations of acoustic pressure level are enhanced with the increase of frequency in the high frequency. The deterioration of the internal flow field is the reason for the further enhancement of noise. Figure 11 shows different characteristics of noise frequency spectrum at the four conditions mentioned above. However, the acoustic pressure level of each condition reduces with the increase of frequency. Using the noise intensity to measure, the strongest is fundamental frequency and the high order harmonic gradually weakened with the increase of frequency. The spectrum characteristics of noise is generally divided into three frequency bands: low-frequency noise is low than 500 Hz, and from 500 Hz to 1000 Hz is the mid-frequency noise, and high-frequency noise is high than 1000 Hz. The fluctuation of acoustic pressure level and amplitude are serious when the frequency is low than 500 Hz in each condition. The blade passing frequency is in the mid-frequency, so the aerodynamic noise of the axial fan is mainly low-frequency noise and mid-frequency noise. The rotation noise with discrete peak features are main noise in this frequency band. The peak value of low-frequency noise is the result of the periodic vortex shedding.
The physiological characteristics of human are sensitive to high-frequency noise but insensitive to low-frequency noise. Several kinds of filters are designed based on the loudness curve, and A-weighted acoustic pressure level is one of them. A-weighted (A-weighted is a standard developed by the American National Standards Institute in 1936, which describes the sensitivity of human ears to sound changes in different frequency bands.) acoustic pressure level is closest to the sensory characteristics of voice to the human ear. Thus, the A-weighted acoustic pressure level, combined with the 1/3 octave spectrum under the four conditions mentioned above, is used to observe the changes of the fan noise spectrum. The A-Weighted 1/3 octave spectrum of the four conditions as shown in Figure 12 . The aerodynamic noise of axial flow fan mainly contains the discrete noise, and is mixed with the wide-band noise, the main component of the discrete noise are fundamental frequency and high order harmonics. Compared with the design condition, the fluctuation of acoustic pressure level is more intense in the low frequency after the occurrence of stall inception. 
Conclusions
In this paper, the unsteady phenomenon of rotation stall in an axial fan is numerically studied through large eddy simulation with throttle valve model and FW-H noise model. In the case of axial fan rotating stall, the aerodynamic noise performance was analyzed. The main results can be listed as follows.
(1) Flow fields are analyzed in detail in the evolution process of rotating stall. The relative velocity first increases rapidly at the 34.5th rotation revolution, and the relative velocity of streamline forms a vortex at the location V1. In the whole evolution process, one stall cell gradually developed into four stall cells that last for seven revolutions. (2) The time domain characteristics of acoustic pressure during the production and growth of rotation stall inception, at monitoring point A, are analyzed. Under the design condition, the acoustic pressure presents regular periodicity. During the growth procedure from the rotation stall inception to the stall cell, the acoustic pressure amplitude presents fluctuation, and the acoustic pressure peak has an obvious increase at the 34.5th revolution, which corresponds to the increase of relative velocity at this time. On the rotating stall condition, the fluctuation of acoustic pressure amplitude becomes more serious than the other conditions. (3) The noise spectrum of the acoustic pressure level and amplitude is also analyzed in this paper.
The noise energy is concentrated on the fundamental frequency with high energy and high order harmonics under design condition. When stall inception occurs, discrete frequency increased significantly in the low frequency, which has three obvious discrete frequencies: 27.66 Hz, 46.10 Hz and 64.55 Hz. The frequency domain of A-weighted sound pressure level provides further evidence: the fluctuation of acoustic pressure level is more intense in the low frequency after the occurrence of stall inception, compared with the design conditions.
